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Abstract 

 
     Current typical refrigeration systems work with on-off controllers in each of their 

components and their expansion valves are regulated mechanically which is quite 

inefficient. This issue resides in the core design of the system which is based on the 

maximum possible load. This leads to high power consumption, low performance and 

an inability to precisely maintain the required temperature. In addition, this leads to a 

high number of on-off cycles and a high maintenance cost. Refrigeration cycles are 

highly dynamic and non-linear and moreover difficult to control. Due to this reason, 

this thesis focuses on a new control design that leads to precise temperature control. 

This design reduces power consumption and saves energy using fuzzy-PID controllers 

and variable speed drives. Different components such as compressors and heat 

exchangers are controlled and mechanical expansion valves are replaced with 

electronic units. The simplified model has been derived for refrigeration systems with 

vapor compression cycle, semi hermetic reciprocating compressor, direct expansion 

(DX) evaporator and air-cooled condenser. The refrigerant fluid used in the model is 

R-22. This model was validated and tested using experimental data acquired from a 

refrigeration system running in the field with the same proposed components. The on-

off and fuzzy-PID controllers are simulated and the results are compared to 

demonstrate the efficiency and power-saving capability of the proposed system using 

a fuzzy-PID Controller. 

     Keywords: Refrigeration system, fuzzy controller, PID controller, variable speed 

drive, on-off controller, vapor compression cycle model 
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Chapter 1: Introduction 

 

     Refrigeration is the process of transferring heat from a low temperature 

environment to a higher temperature environment [1]. Refrigeration has many 

applications in different industries. This has led to many different refrigeration cycles 

which we will review briefly in this chapter. 

1.1   Background 

     Artificial refrigeration has existed for more than two centuries, from the days that 

natural ice was shipped from the New England states throughout the Western world to 

the current date [2]. Nowadays, the refrigeration industry has expanded in many 

industries and has numerous applications such as cooling of electronic devices, air 

conditioning, and food cooling. Refrigeration also has a multi-disciplinary character 

involving a combination of disciplines such as civil, mechanical, food, and chemical 

engineering [3, 4].  

     Refrigeration itself consists of many different types, namely [5, 6]: 

 Vapor-compression refrigeration system 

 Absorption refrigeration system 

 Air-standard refrigeration system 

 Thermoelectric refrigeration and 

 Magnetic refrigeration 

     In a Vapor-Compression Refrigeration System, there are several main components 

which are: 

 compressor 

 condenser 

 evaporator and  

 throttling device 

     There are some other auxiliary pieces of equipment which are associated with 

these major components such as refrigeration line, piping, refrigeration capacity 

control, receiver and accumulators. Each of these components have different types, 
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but the most common refrigeration systems consist of a semi-hermetic reciprocating 

compressor, an expansion valve as a throttling device, an air cooled condenser and a 

fin-type evaporator. This setup is mainly used in environments with a high degree of 

humidity [6].  

     Early controls and refrigerant flow capacity use a mechanical device such as a 

pressure switch used to turn on-off compressor and condenser, mechanical thermostat 

used for maintaining a cold room temperature in an upper and lower preset limits and 

a mechanical expansion valve used to control refrigerant flow through the 

refrigeration system. Through the passage of time, these mechanical control systems 

evolved into an electrical and electronic system and then into an embedded electronic 

system in order to increase the accuracy, reliability and flexibility of the system [7]. In 

the latest research, variable speed drives with different types of controllers were 

implemented on major components of refrigeration systems and tested on 

experimental setups, which are discussed more in-depth in the literature review. 

1.2   Thesis Contribution  

The main contribution of this thesis can be summarized as follows: 

 Designing and validating of the complete mathematical model of the 

vapor compression cycle 

 Implementing a conventional on-off controller of the designed 

refrigeration model and simulating it on Matlab/Simulink  

 Designing a fuzzy-PID controller for all major components of the 

refrigeration process and simulating each controller on Matlab/ Simulink 

 Analyzing the effect of adding the fuzzy-PID controller to each 

component of the vapor compression cycle on the overall improvement of 

the refrigeration system 

  Comparing the performance of a fuzzy PID and on-off controller in all 

aspects of set-point tracking, power consumption, and system efficiency.   
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1.3   Thesis Outline 

     In Chapter 1, an introduction of refrigeration systems and their control history is 

presented. Some of the current system deficiencies are outlined, and reasons are given 

for why a new controller with variable speed drives is proposed. 

     In Chapter 2, a literature review related to different types of controllers on 

different components of the refrigeration system is presented. The controllers’ 

contribution to improving each of these components is presented. 

     In Chapter 3, models of refrigeration system components are presented. These 

models were coupled together to enable the simulation of the dynamic behavior of the 

system on MATLAB Simulink, and in the end the results gathered from this 

simulation were validated.  

     In Chapter 4, a conventional on-off control is designed and implemented on the 

simulated model. The results are presented after the design completion and validated 

using experimental results. 

     In Chapter 5, an introduction to the fuzzy PID controller is given. The design 

details are presented and the controller is implemented. The results after the 

simulation are outlined.  

     In Chapter 6, a comparison is made between conventional on-off controllers and 

the proposed fuzzy PID controller. Improvements that could be made on refrigeration 

set point tracking, performance, and lowering power consumption are discussed.  

     In Chapter 7, conclusions are drawn and a summary is presented. 
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Chapter 2: Literature Review 

 

     There are many studies on control methods of the vapor compression cycle. In this 

chapter, control methods for each subsystem and a combination of them are reviewed.  

2.1  Compressor Controller 

     There have been many studies focused on reciprocating compressor performance. 

In compressor-varying frequencies, the operating frequency should be equal to or 

above 30Hz. This is to avoid lubrication failure due to oil splash. The result obtained 

from this paper is that the lower the frequency, the higher the coefficient of 

performance (COP). When the compressor was operated at 30Hz, the best 

performance was obtained and power consumption was reduced to 12% considering 

95% efficiency for a variable speed drive [8]. This is due to higher mechanical 

efficiency at low revolution speed caused by lower friction. In addition, due to the 

positive trend of the volumetric and isentropic efficiencies and the smaller decrease of 

the electric motor efficiency (until 5%), as the speed decreased, the global compressor 

efficiency increased [9, 10].  

     There are some detailed studies on controlling the vapor compression cycle 

through a variable speed drive, some of which will be outlined here. The main reasons 

for implementing VFD and varying the speed of the compressor were to better track 

the temperature of the cold chamber, lower the power consumption, and increase the 

life cycle of compressor. The control method used was a proportional controller [11, 

12] and a fuzzy PD controller [13, 14] on the experimental setup. Even in some 

situations, they had great success in saving energy and reducing power consumption 

about 13% [13]. In mathematical model analysis for multiple inputs single output 

(MISO), inputs were delivery pressure and compressor speed and mass flow rate for 

output. A fuzzy controller was used to maintain the mass flow rate on a preset value. 

The results showed that a fuzzy controlled MISO system is expected to perform well 

in a real vapor compression cycle [15].  
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2.2  Expansion Valve Controller 

     A metering device or expansion valve is one of the devices responsible for 

regulating mass flow in a refrigeration system. In a typical vapor compression cycle, 

regulation is done through mechanical expansion valves. The regulation happens 

according to the compressor suction pressure which has a direct relation to super heat 

temperature. In recent research, it has been found that performance of the system can 

be improved by replacing the mechanical expansion valves with electronic expansion 

valves (EEVs) and implementing a new controller method to improve the transient 

response of set point tracking. For this reason, fuzzy controllers were used to control 

the opening function of the EEV, along with a neural network to enable the online 

tuning of fuzzification and defuzzication of the fuzzy controller [16]. In other 

research, a Fuzzy-PID controller was used to control the function of opening the EEV. 

The fuzzy-PD controller was used to decrease the overshoot and rise time during the 

transient resonance period. A fuzzy-I controller was used to get the disturbance 

rejection and zero steady state error. This fuzzy-PID controller was compared with a 

conventional FLC and PID control and the results suggest that the fuzzy-PID 

controller performs much better than the conventional controller in all the aspects of 

control parameter and set point tracking [17]. 

2.3  Heat Exchanger Controller 

     Controlling heat exchangers (evaporators & condensers) are quite important in a 

refrigeration system, in addition to the controlling compressor and expansion valves. 

A significant performance gain can be achieved by simply controlling the fan speed of 

the heat exchangers. This achievement is due to maintaining the constant temperature 

difference between ambient and condenser coil temperature. Variable speed fans 

enable the system to run more flexibly and increase the efficiency of the entire 

system. In the case of condensers, regulating the condenser fan helps in achieving 

lower power consumption and steady state response. In the case of evaporators, 

controlling the speed of their fan can create another degree of freedom which can 

improve the transient response of the system [18]. In other research, heat exchanger 

fans were controlled by a simple linear model. The result showed that as the fan speed 

decreased, power consumption also decreased greatly. This happened because the 

power consumed by the fans is the cubic function of the fan speed. This concept 
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greatly affects the evaporators since the generated heat from the evaporator fan to the 

room is reduced. This heat reduction saves energy and lowers power consumption. 

Also, by decreasing the evaporator fans, less dehydration will occur which leads to 

less ice formation in the evaporator coils [19]. 

2.4  Combined Controller 

     In some research, controllers were used on more than one component. Most of the 

researchers believe that the best combination is using a controller on compressor 

speed and an expansion valve opening function. Implementing both controllers has a 

great impact on having an effective controller for heat exchanger fans. So, it is 

suggested to have heat exchanger fans for the speed controller in addition to the 

compressor and EEVs [17, 18]. Some of the research that has studied the combination 

of compressor and EEV controllers are reviewed [20-23]. In most cases, the speed of 

the compressor was varied in order to maintain the room temperature. For EEVs, the 

percentage of opening was varied to maintain the super heat temperature at the 

desired value [20-22]. An MIMO controller based on the linear quadratic Gaussian 

(LQG) method was implemented on a mathematical model and the results gathered 

were validated through experimental data. What it proved was that the controller 

performed well on reference tracking and disturbance rejection [20]. In another study, 

an independent PI controller was implemented to control the compressor and EEV. 

Findings showed more precise set point tracking and higher COP in comparison to the 

conventional on-off controller [21]. In comparing the conventional PID controller, 

fuzzy Controller and Artificial Neural Network (ANN) against each other, it was 

found that all of them were able to achieve satisfactory performance. PID was found 

to be more prominent and stable in the steady state response. Fuzzy control had lower 

power consumption compared to PID. ANN was the best controller in achieving 

minimum power consumption, a stable transient response, and a robust response for 

disturbance. However, ANN was also the most expensive controller to implement 

both in terms of hardware and software. It could be reasonable to implement if a high 

rate of disturbance were present in the system [22]. All mentioned controllers had a 

focus on room temperature reference tracking. In terms of evaporating pressure 

control, a fuzzy and ANN controller with an adaptive network based fuzzy Inference 

system (ANFIS) architecture and learning process were used. This controller excels in 
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performing online tuning, can maintain set points on desired values with a very quick 

response speed, small overshoot, and has a small steady state error [23]. 

Another method to gain control of the EEV opening, compressor speed, and 

evaporator fan input power is to implement feed forward single input single output 

(SISO) decentralized control design. This control method can maintain average 

pressure, differential pressure and average evaporator refrigerant temperature to 

achieve system coupling. This method was merged with a PI feedback controller in 

order to improve reference tracking and decrease RMS error, which leads to lower 

power consumption [24]. The last control method reviewed was an extremum seeking 

controller, which provides control of the entire vapor compression system and is 

designed for energy optimization of the vapor compression system. This is achieved 

by having different sets of inputs. The input in the system was the evaporator’s fan 

speed, the condenser’s fan speed, compressor frequency and EEV opening position. 

The outputs were electrical power consumption, room temperature, and state of the 

vapor compression machine. This controller managed to regulate the room 

temperature and at the same reduced the power consumption of the system. 
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     Reciprocating compressors can be further classified as hermetic, semi-hermetic 

and open. In a hermetic compressor, the motor and the compressor are sealed in a 

common housing. Hermetic compressors minimize leakage of the refrigerant, which is 

advantageous to the durability of the compressor. Cooling of the motor windings is 

accomplished using the suction vapor flow; as a result, the compressor will be more 

economical.  

     Semi-hermetic compressors are similar to the hermetic compressor in many 

aspects unless they are accessible for repair. In medium capacity refrigeration, semi-

hermetic compressors are most popular. Figure 2 shows a drawing of a semi-hermetic 

variable speed reciprocating compressor, which will be considered in this study. Last 

of all, an open compressor includes two separate housings for the motor and for the 

compressor itself. Refrigerant leakage must be seriously considered in open 

compressors.  

 
Figure 2 Drawing of a semi-hermetic variable speed reciprocating compressor [25] 

     A simplified model of a reciprocating compressor is shown in Figure 3. 

Refrigerant vapor enters the compressor via a suction port. Due to the energy losses of 

the compressor components, the temperature of flowing refrigerant to the compressor 

increases. The refrigerant isentropicly compressed to state. Finally, the refrigerant 

discharges by a throttling process from the compressor discharge port. The throttling 

valve is a simplified approach to modeling the known losses within the compressor 

due to pressure drops across the suction and discharge valves. 
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Figure 3 The simplified model for a reciprocating compressor [5] 

     The work per unit mass of refrigerant, specific work, done by an ideal compressor 

is expressed by eq. 3-1 as follows: 

 W = h −	h (3-1)	
     where h  is the refrigerant enthalpy [26].  

     Friction loss and turbulent loss are mainly responsible for the difference between 

work input and work delivered to the vapor. In reality, the required amount of work 

depends on the efficiency [1]. The actual compression processes for most compressors 

are irreversible polytropic processes. For simplicity, an isentropic analysis is often 

used. The actual power input to the compressor is	usually	calculated	by	eq.	3-2:		 W = η = h − h (3-2)	
					where	η 		is	the	compressor	thermal	efficiency.							In	 Figure	 4	 a	 refrigeration	 cycle	 is	 presented	 on	 the	 pressure-enthalpy	diagram.	The	process	in	the	compressor	can	be	modeled	as	three	stages:	heating	due	 to	 the	 losses,	 isentropic	 compression	 and	 throttling	 valve.	 The	 relevant	equations	 that	 are	 required	 in	 modeling	 the	 compressor	 are	 provided	 in	 the	following	paragraphs.		
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Figure 4 Refrigeration cycle in P-h diagram, simplified model of compressor [5] 

     When the vapor is not in the saturated state, it is assumed to behave like an ideal 

gas. In an ideal gas, the below equation 3-3 is valid: 

 v	 = 	RT/P (3-3) 

     where v is the specific volume, T is absolute temperature, R is the universal 

constant of gases and P is the pressure.  	
     When the refrigerant is not in the saturated state, vapor or liquid, the enthalpy 

change can be calculated from equation 3-4 [26]: 

 ∆h	 = 	C 		∆T (3-4) 

 

     where dh is enthalpy change and C  is the constant specific heat. 

     The entropy change of an ideal gas can be calculated from equation 3-5 [26]: 

 ∆s = C dTT − R ln PP  
(3-5) 

     With constant specific heats, the above equation simplifies to equation 3-6: ∆s = C ln TT − R ln PP  
(3-6) 

     where ∆s is the entropy change. 
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     Another important parameter of the compressor is the volumetric efficiency. The 

volumetric efficiency is the ratio of the mass of vapor that is compressed to the mass 

of vapor that could be compressed if the intake volume were equal to the compressor 

piston displacement.  

     In order to determine the refrigerant flow rate in the refrigeration system, 

volumetric flow must be calculated. Volumetric flow depends on the pressure 

difference across the compressor. For a given compressor, size mass flow rate can be 

calculated from equation 3-7 [7]: 

 m = η PDv  
(3-7) 

     where	PD is the piston displacement, η  is the compressor volumetric efficiency, 

and v is the specific volume.  

     For a simple reciprocating cylinder, PD is calculated from equation 3-8 [27]: 

 PD	 = A × S12 × N  
(3-8) 

      where AHE = area of head end of the piston, S = stroke length, and Ns = 

revolutions speed. 

     In this study, the compressor is a variable speed compressor. The speed of the 

compressor is controlled by the frequency of the input power. The magnetic field 

rotation speed can be determined from equation 3-9[28].  

 = 120
 

(3-9) 

    where Ns is the magnetic field rotation speed, F is the frequency in Hertz and P is 

the number of the double poles. For the sake of simplification it is assumed that the 

slip velocity, relative velocity between rotor and magnetic field, is negligible. 

     The volumetric isentropic efficiencies are a function of the compressor speed. As 

the compressor speed increases, the volumetric efficiency improves. On the other 

hand, the isentropic efficiency decreases. Lower speeds in the compressor result in a 

smaller pressure drop in the valves and to the reduced heating at the cylinder. This 

explains the volumetric efficiency variation with compressor speed: the lower the 
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compressor speed, the higher the volumetric efficiency. The variation of volumetric 

efficiency with compressor speed is shown in Figure 5. The improvement in the 

isentropic efficiency happens because of the reduction in discharge superheat at 

higher compressor speeds. The variation of isentropic efficiency with compressor 

speed is shown in Figure 6. 

 
Figure 5 The variation of isentropic efficiency with compressor speed [8] 

 

 
Figure 6 The variation of volumetric efficiency with compressor speed [8] 

     The thermodynamic properties of the refrigerant R22 are derived from the 

ASHRAE graphs [4]. Properties of the refrigerant at the saturated liquid and saturated 

vapor states were fitted into the polynomial equations as a function of temperature. 
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In order to model the compressor given the amount of the superheat, the entropy of 

the vapor at the inlet of the compressor was determined from equation 3-6. As the 

compressor is supposed to be isentropic, the entropy of the refrigerant vapor at the 

compressor outlet should be equal to the entropy at the inlet. Using equation 6 in 

reverse manner the temperature of the vapor at the outlet will be calculated. The 

compressor work can be calculated by equation 3-1. Given the isentropic efficiency 

the actual work can be calculated from equation 3-2. To avoid complexity, the 

throttling effect was not considered in this study. In most applications, this 

assumption is reasonable [5]. Mass flow rate of the compressor is calculated by 

equations 3-7 and 3-8. To determine the specific volume, the ideal gas relation was 

used, given by equation 3-3. 

3.3   Expansion Valve 

     The metering device controls the refrigerant flow through the refrigeration system. 

Due to the incompressibility of the liquids, if a liquid refrigerant enters to the 

compressor, it can cause mechanical damage in the compressor. A metering device 

adjusts the refrigerant flow in order to keep a fixed amount of superheat in the outlet 

of the evaporator. Another task of the metering device is to provide sufficient 

refrigerant flow to produce the required cooling load. 

     Expansion valves are usually used as metering devices in industrial refrigeration. 

In the condenser, the vapor refrigerant backs up behind the expansion valve and the 

pressure increases until the refrigerant is fully condensed. Low superheat does not 

provide sufficient margins of safety. On the other hand, superheat that is too high 

reduces the evaporator cooling effect and efficiency of the refrigeration cycle.  

     Different types of expansion valves are being used in refrigeration. For many 

years, thermal expansion valves were the dominant type, but recently electric 

expansion valves (EEVs) have begun to be used more frequently. EEVs use a 

microprocessor to control refrigerant flow. Three types of electric expansion valves 

are being used: step motor, pulse width modulated (PWM) and analog valves. In 

Figure 7 a refrigeration cycle with an EEV is shown. Two sensors sense the pressure 

and the temperature of the evaporator outlet. Using stored refrigerant data in the 

controller memory, the controller can calculate the superheat for a particular 

refrigerant.  
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Figure 7 Refrigeration cycle equipped with EEV [29] 

     In a step motor, the rotational movement of the electrical motor is transformed into 

linear movement to open or close the valve. The PWM valves are either fully opened 

or fully closed. The flow rate of refrigerant is determined by the duration of valve 

opening time, which follows from the pulse width. In the analog valve, instead of 

fully opening or closing, the opening can vary at multiple intermediate positions.  

     Electric expansion valves provide precise temperature control, consistent superheat 

control under variable condensing pressure, can be operated at lower ambient air 

temperature, and can save more energy [7]. 

     Figure 3 shows that the enthalpy is constant across the expansion valve. This is 

given by eq. 3-10.  

 

     Expansion valves are not only used to reduce the pressure but also to adjust the 

mass flow rate of refrigerant. The mass flow rate can be estimated by equation 3-11 

[30]. 

 m = C A 2ρ(P − P ) (3-11)

     where m is the mass flow rate, A is the flow area, and ρ is the refrigerant density at 

the inlet. P1 and P2 are the inlet and the outlet pressures, respectively. Cd is the mass 

h = h                                                         (3-10) 
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vapor temperature decreases. Lastly, the vapor reaches the saturation state. As the 

saturation starts, the vapor will change phases from saturated vapor to liquid in a 

constant temperature. Finally, refrigerant exits as a sub-cooled liquid. Therefore, the 

condenser can be divided into three sections: desuperheating, condensing and 

subcooling. The amount of heat per unit mass of refrigerant rejected from each section 

can be expressed as the difference between the refrigerant enthalpy at the inlet and at 

the outlet of each section. The different sections of the condenser are shown in Figure 

9. 

 
Figure 9 Three different sections of the condenser [7] 

     To calculate the heat transfer capacity of a heat exchanger that works between two 

streams of fluids, both heat transfer coefficients must be known. In the case of air-

cooled condensers, fin efficiency must also be known.  

     Thermal conductance and fouling are less important and can be neglected in many 

refrigeration applications without causing major inaccuracies.  

     The total rate of heat rejection from the high temperature refrigerant to the ambient 

air depends on the heat exchanger effectiveness, the heat capacity of each fluid and 

the available temperature difference (eq. 3-12).   

 = ( − ) (3-12)

     where  is the heat exchanger effectiveness,  is the mass flow rate of fluid, cp is 

the specific heat of the fluid,  is the inlet temperature of the hot fluid and is the 

inlet temperature of the cold fluid.  



 
 

30 
 

     The heat exchanger effectiveness is defined as the ratio of the actual heat transfer 

to the maximum possible amount of heat transfer. The heat exchanger effectiveness 

depends on the temperature distribution within each fluid and on the configuration of 

the heat exchanger. In general, the refrigerant mass flow is distributed into a number 

of separate tubes in condensers and evaporators, i.e. the fluids are unmixed. In 

addition, the fin sheets of the heat exchanger prevent mixing of the air flowing over 

the heat exchanger. In a heat exchanger with a cross flow configuration with both 

fluids unmixed, the effectiveness can be related to the number of transfer units (NTU) 

as expressed by eq. 3-13 [33]: 

 = 1 − 1 ( ) . [ (− ( ) . ) − 1]  
(3-13) 

     where Cr is the heat capacity ratio given by eq. 3-14 

 =  
(3-14) 

     where C is the heat capacity, and Cmin and Cmax are the smaller and larger of the 

heat capacities between the hot and cold fluids, respectively. Heat capacity is defined 

as the product of heat capacity and mass flow rate. Heat capacity shows the amount of 

heat transfer in a substance as the temperature changes. In a given heat exchanger in 

the saturated section of the condenser, the heat capacity on the refrigerant side 

approaches infinity and the heat capacity ratio, Cr approaches zero. When Cr is zero, 

the effectiveness for any heat exchanger configuration is expressed as eq. 3-15. 

 = 1 − (− ) (3-15) 

     The NTU is a function of the overall heat transfer coefficient, U, and is defined by 

eq. 3.16. 

 =  
(3-16) 

     where A is the heat transfer area, U is the overall heat transfer coefficient, it is 

expressed as eq. 3-17 Note that A and U are defined for a specific heat transfer 
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surface. For example, if the air side area is chosen, U will be calculated for the air side 

area and cannot be used with tube side area, and vice versa. 

 1 = 1ℎ + 1ℎ  
(3-17) 

 

     where  is the surface efficiency, and ℎ  is the air side heat transfer coefficient. It 

is assumed that there are no fins on the refrigerant side of the condensing tubes. In 

deriving eq. 3-17, wall thermal resistance and the fouling factors are neglected. 

     To calculate the heat transfer rate in a finned tube heat exchanger, the heat transfer 

coefficient inside tube, air side heat transfer coefficient and air side surface efficiency 

need to be known. The average values of the heat transfer coefficient are extracted 

from [5].  Air side surface efficiency is defined by eq. 3-18: = 1 − 1 −  
(3-18) 

     where  is the fin area,  is the total heat exchanger area and  is the fin 

efficiency defined by equation 3-19. 

 = 	ℎ 		ℎ 	  
(3-19) 

     Ideal heat transfer is heat that would be transferred if the entire fin area were at 

base temperature. The fin efficiency in case of a circular fin can be calculated as eq. 

3-20. 

 = tanh	( )
 

(3-20) 

where 

= 2ℎ /
 

(3-21) 

= − 1 1 + .35  
(3-22) 
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     where ℎ   is the air side heat transfer coefficient,  is the thermal conductivity of 

the fin and t is the thickness of the fin. 

     Eq. 3-23 is an empirical equation that can be used to calculate equal circular fins 

for the hexagonal plate [34].  rr = 1.27ψ(β− 0.3) /  (3-23) 

where 

ψ = X2r (3-24) 

β = 1X X + X4 /
 

(3-25) 

     where r is the tube radius, XL is the tube spacing in the direction parallel to the 

direction of air flow, and XT is the tube spacing normal to the direction of air flow, as 

depicted in Figure 8. 

 

Figure 10. Definition of transverse and longitudinal spacing 

     In this study, a simplified but valid estimation of the condenser is satisfactory. To 

avoid unnecessary complexity of two phase flow in the condenser, the efficiency of 

the heat exchanger is supposed to be constant over the condenser sections. The 
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efficiency of the condenser will be calculated from eq. 3-15. The heat rejection rate 

can be calculated from eq. 3-12. 

     A fan must be employed to maintain the airflow at a sufficient rate over the fins 

and the tubes of the heat exchanger. Insufficient airflow increases the size of the 

condenser. On the other hand, excessive air flow causes elevated electrical 

consumption in the fan motor and higher noise level. Therefore a good design should 

maintain a balance between initial cost and operation cost. While it is true that the 

compressor consumes much of the power consumed by the total refrigeration system, 

the condenser fan requires a considerable amount of power as well. The power 

required by the fan is directly related to the air side pressure drop across the 

condenser and to the velocity of air across the condenser: 

 = ∆
 

(3-26) 

     where  is the air velocity over the face of the condenser, ∆P is the air side 

pressure drop over the condenser,  is the frontal area of the condenser, and  is 

the condenser fan efficiency. 

     The pressure drop over the condenser is a function of the air velocity, air properties 

and the heat exchanger characteristics. A pressure drop in a compact heat exchanger 

can be calculated from equation 16. Since the temperature difference is not very high 

in the condenser (5~15 K), the density variation was neglected in equation 3-27. A 

more detailed form of this equation can be found in [35]. 

 ∆ = 2  
(3-27) 

     where G is the mass flux defined in equation 3-28,  is the average air density, f is 

the friction factor and Amin is the minimum flow area. The friction factor varies with 

flow conditions; however, in this study an averaged value used. =  
(3-28) 

     Using equations 3-26 to 3-28 and given the electrical power, the air flow over the 

condenser can be estimated. 
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= [2 . . . 1 . 1 ] /  
(3-29) 

3.4.2 Evaporator. The evaporator absorbs the heat from the cold room in order to 

keep the required temperature. The refrigerant enters the evaporator as a saturated 

two-phase mixture and exits as a superheated vapor. Several types of evaporators are 

used in the industry, but in this study a dry expansion or direct expansion (DX) 

evaporator is considered. In DX evaporators, liquid refrigerant is fed through an 

expansion valve and a distributer. The refrigerant flows inside the tubes in a finned 

coil, and it is completely vaporized and superheated to a certain degree before 

reaching the exit of the evaporator. Finally the superheated refrigerant vapor enters 

the compressor suction port. Figure 11 shows a DX finned coil evaporator.  

 

 
Figure 11 Direct expansion (DX) evaporator 

     Evaporators and condensers have a similar construction. Geometric parameters 

defined for the condenser are used unchanged for the evaporators.  Table 1 presents 

some illustrative data for finned tube coil construction parameters [7]. 
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Table 1 Finned tube coil construction parameters [4] 

 

     Thermal analysis of the evaporator and the condenser is essentially similar. 

However, in the evaporator some modifications must be made to account for the 

dehumidification process in the air side. In order to simplify the evaporator model, the 

evaporator coil is assumed to operate in a dry manner. However, since the air is being 

dehumidified as it flows over the evaporator, part of the total heat causes water 

content in the air to condense. There is no temperature change due to this part of heat 

transfer, which is called latent heat. On the other hand, the part of heat transfer that 

causes a temperature difference is called sensible heat. To account for the latent heat, 

the specific heat must be modified. The total enthalpy change of the air is the sum of 

the enthalpy change due to sensible heat, and the enthalpy change due to latent heat. 

This is given in equation 3-30. ∆ℎ = ∆ℎ + ∆ℎ  (3-30) 

     In order to account both the latent heat and the sensible heat, an effective specific 

heat is utilized. Employing an effective specific heat will result in a more accurate 

determination of the evaporator exit temperature without the complications associated 

with using the standard equations for air-water mixtures. Since the complete modeling 

of the evaporator is not the focus of this study, this simplification is justified. 

The specific heat (cp) is defined as the ratio of the sensible heat enthalpy change to the 

temperature change. The effective specific heat is defined as equation 3-31 [36]. 
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. . = + ∆ℎ∆  
(3-31) 

     where Cp is the specific heat for dry air and Cp.e.  is the effective specific heat. The 

ratio of the latent heat to the total heat depends on the application and the 

environment. For example, if the latent heat accounts for roughly 1/4 of the total 

enthalpy change of the air as it flows over an evaporator, by equation 3-31, the 

effective heat capacity is calculated to be 1.33 times the Cp of the dry air. Higher Cp 

means lower temperature change in the air, which is justified by the fact that a part of 

the heat transfer in the evaporator is used to change the phase of the moisture at the 

constant temperature. 

3.5  Cold Room 

     The purpose of any refrigeration system is to provide the required cooling in the 

cold room. The cooling effect of the refrigeration system must encompass the heat 

gains of the cold room and the enthalpy changes of the freight. To estimate the heat 

load of a cold room several factors are considered. The most important factors are: 

field heat, heat of respiration, conductive heat gain, air infiltration, air exchange, 

equipment heat load and human energy load. 

     Reception heat, sometimes called field heat, is the required heat transfer needed to 

reduce the product temperature at reception down to the storage temperature. The type 

of product and quantity of produce, the initial temperature and the final cold storage 

temperature affect the reception heat load.  

     Heat of respiration is the energy released by the product. It is generated as a result 

of chemical reactions inside the product. Respiration heat production decreases during 

the cool down period after loading and then stabilizes after the storage temperature is 

reached. 

     Conductive heat gain is heat transfer through the building floor, walls and ceiling 

by conduction. Conduction heat transfer depends on the conductivity of the walls and 

the temperature differences between the inside and outside of the cold room walls. In 

practice, conduction heat transfer can be calculated from equation 3-32 [37]: 

 = ∆  (3-32) 
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     where Q is the heat transfer rate, U is the overall heat transfer coefficient, A is the 

heat transfer area and ∆  is the temperature difference. 

     The overall heat transfer coefficient in a multi-layer wall can be calculated from 

equation 3-33 [37]: = 1+ ∑ +  
(3-33) 

     where  and  are the thickness and conductivity of each layer, respectively. The 

inside and outside air convection heat transfer coefficients are represented by hi and 

he, respectively.  

     Figure 12 shows a multi layered wall of a cold room.  

 
Figure 12 multi layered wall of a cold room [38] 

     Air change heat transfer is due to the introduction of outside air with the cold 

inside air. The air change heat load depends on the construction quality, size of the 

room and frequency of the opening and closing of the structure.  

Equipment heat load is the energy generated by the electrical equipment operating 

inside the cold room. Fan motors, lights, defrost equipment and other electrical 

equipment reject some of the input power to the cold room. The higher the efficiency 

of the electrical machines, the less heat will be introduced to the cold room. The 

human energy load is the amount of energy expended by the presence of the workers 

in the room.  
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     It is not a good practice for the refrigeration unit to operate for 24 hours 

continuously. A time interval must be dedicated for the evaporators to be defrosted. A 

normal time of 16 hours out of 24 hours is standard practice. As a result in most 

application the refrigeration capacity is calculated on the basis of 16 hours of 

operation. The operation hours can be described as a safety factor in the design and 

selection of the refrigeration unit. 

     Calculation of the heat load in cold rooms is very cumbersome and uncertain. 

Since the aim of this study is to optimize the control process of the refrigeration 

system, a simplified model of the cold room will be used. Heat losses from the cold 

room are supposed to be only via conduction through the walls. Other means of heat 

transfer such as respiration, ventilation and radiation are neglected. The thermal 

inertia of the structure is also neglected. The thermal inertia of the system is assumed 

to come completely from the freight in the cold room.  

     The cold room building can be constructed from steel, masonry or a wooden 

frame. The construction of the building for refrigerated cold storages is similar to 

conventional construction. To reduce the heat losses from the exterior of the cold 

room, insulation is required. Polyurethane, styrofoam, fiberglass, and other good 

insulation material or a combination of the above are used as insulation. The 

foundations and floors, walls and ceilings should be well-insulated. 

     The thermal inertia of the system is assumed to come completely from the freight 

in the cold room. Equation 3-34 [33] can be used to calculate the required heat 

transfer to change the temperature of the freight from an initial temperature to the 

final temperature.				 		Q	=	mc	dT	∆Q=mC∆t (3-34)	
      where Q is the heat transfer, m is the mass of the freight, C is the specific heat and 

dT is the temperature change. Given the amount of heat transfer, the temperature 

change can be calculated. 

3.6   Simplified Model of Refrigeration System and Cold Room 

     The refrigeration system and the cold room were modeled in order to be used in 

computer simulation. The ambient conditions and those of the cold room, with the 

parameters of the refrigeration system components and freight thermo-physical 
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properties were the input to the computer model. Based on the input, the performance 

of the vapor compression reciprocating refrigeration system was predicted. An 

iterative procedure was used to modify the unknown parameters. If the estimated 

performance did not meet the cooling requirement, the controlling parameters of the 

system were adjusted to compensate for the heat transfer requirement. The parameters 

were repeatedly modified as long as the different governing equations were satisfied. 

     The results of computer simulation should at least be stable, rapid and with 

reasonable accuracy. In reality, to obtain more accurate results, more time is required 

and vice versa. Numerous techniques to improve the stability, speed and accuracy 

have been investigated. But the results are not good enough in many cases and more 

research is necessary [39]. A schematic of the refrigeration cycle is given in Figure 

13, which shows the important temperatures in the system. 

 
Figure 13 A schematic of the refrigeration cycle [6]  

     Initial condensing and evaporating temperatures were estimated by the addition 

and subtraction of a fixed amount of temperature difference from ambient air and 

initial room temperatures, respectively. A temperature difference of about 10 K (18 F) 

is reasonable in most applications. To avoid complicating the two-phase flow in the 

evaporator, a constant super heat was assumed. 	 = 	 	− 	 																																																																				(3-35)																	 				 	= 	 + 																																																				(3-36)
For the sake of simplicity, the overall heat transfer coefficient in the evaporator and 

the condenser were assumed to be constant.  The heat transfer rate was calculated 

from equation 3-32. 
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     It can be seen that the only parameter that can alter the heat transfer rate is the 

temperature difference. To estimate the actual temperature difference, the heat 

transfer calculated from the refrigeration cycle model must be the same as the heat 

transfer computed from the heat exchanger model. Heat transfer in a given heat 

exchanger only varies with the temperature difference.  Therefore, in both the 

condenser and evaporator, the new temperature difference can be calculated by 

multiplying the old temperature difference by the heat transfer ratios from the 

refrigeration cycle and the heat exchanger calculations. [40] 			 	= 	 × ( / ) (3-37) 

		 	= 	 × (( + )/ )  (3-38) 

     The modified condensing and evaporating temperatures can then be calculated 

from equation 3-35 and 3-36. 

     The expansion valve adds a higher limit to the refrigerant mass flow in the 

refrigeration system. Closing the expansion valve causes the refrigeration system to 

operate at a lower evaporating temperature and higher super heat. On the other hand, 

opening the expansion valve more than the capacity of the compressor does not 

change the mass flow rate. A linear relation is assumed between the expansion valve 

opening and the mass flow rate. [30] 

_ 		 = 	 × × 22 × ( 2 − 4 ) × 10 × _ 	 (3-39) 

     After the higher limit of mass flow rate were calculated from the expansion valve 

equation, the input parameters of the compressor were adjusted to comply with the 

higher limit of mass flow.  If the calculated mass flow in compressor was less than the 

higher limit, nothing happened. On the other hand, if there was a higher mass flow in 

the compressor compared to the mass flow calculated from the expansion valve, the 

evaporating temperatures were set lower iteratively until both components 

(compressor and expansion valve) generated the same mass flow. Finally, the 

temperature change of the cold room can be calculated by equating the heat absorbed 

by the refrigeration cycle, heat loss to the surroundings, and the thermal inertia of the 

cold room. This is shown schematically in Figure 14.   
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Figure 14. An algorithm of the model calculations 
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3.7   Simulation Result 

     The modeled refrigeration system and cold room were simulated for 3 hours with a 

zero degree initial room temperature in Matlab. Similar specifications and parameters 

with the real system were used. Figures 15-17 show the cold room temperature 

evaporator coil temperature and condenser coil temperature.   

 

 

Figure 15 Cold room temperature for 3 hours 

 

Figure 16 Evaporator coil temperature 
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Figure 17 Condenser coil temperature 
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Chapter 4: Design and Implementation of On-off 

Controller 

4.1 Introduction 

     An on-off controller or thermostat maintains the cold room temperature by turning 

the compressor, condenser fan and evaporator fan on and off. All of these major 

components are on full load capacity during the “on” status. A simple commercial 

thermostat for a cold room is shown in figure 18.  

 

 

Figure 18 (a) front view of cold room thermostat (b) wiring of thermostat [41] 

     A refrigeration thermostat has some other functions in order to protect the 

compressor such as an on and off time delay for the compressor to prevent it from 

turning on or off suddenly, which can damage the compressor. Also, a thermostat is 

used to open and close the solenoid to prevent refrigerant liquid from entering the 

compressor.  

     An algorithm of the on-off controller is provided in Figure 19. 

     To control refrigerant flow in the refrigeration cycle, a mechanical expansion valve 

is used in order to proportionally regulate the opening of the expansion valve to 

maintain the superheat temperature on the preset value. Figure 20 shows a 

refrigeration system equipped with a thermal expansion valve. 
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Figure 19 Flow chart for algorithm of On-Off controller 

 



 
 

46 
 

 
Figure 20 Refrigeration system equipped with thermal expansion valve [4] 

 

4.2 Simulation 

     A simulation of refrigeration system with an on-off controller and thermal 

expansion valve was done using Matlab software. Matlab code was written to 

simulate logic as mentioned in Figure 19. A fuzzy controller was used to simulate the 

thermal expansion valve, but because of the complexity of super heat modeling (it 

cannot be modeled by lumped parameter modeling), the temperature difference 

between the cold room and the evaporator coil was maintained on a pre-set value 

instead of using superheat temperature. 

     A Simulink block, which is designed for an on-off controller and mechanical 

expansion valve, is given in Figure 21. 
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Figure 21 Simulink block diagram for on-off controller 
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4.3 Controller Validation with Experimental Data 

     In order to validate the simulated on-off controller, experimental data was 

extracted from a running system in the field with the specifications mentioned in 

Appendix C. 

     The room temperature was recorded for 167 minutes and compared with the results 

of the simulated model. The results of both the experimental and simulated models are 

presented in Figure 22. It can be seen that the results of the simulated data are 

satisfactory for our purpose, which is analyzing and comparing different controllers 

on a simulated model. 

 
Figure 22 Simulation Validation 

4.4 Simulation Result 

     The results for the inputs and outputs of the refrigeration system using the on-off 

controller are presented in this section. Inputs to the system were compressor 

frequency, condenser fan input power, evaporator fan input power and expansion 

valve opening.  

     The response of compressor frequency is given in Figure 23 and fan input power is 

presented in Figures 24 and 25. All of these three major components were turned on 

to operate at full load in order to decrease the room temperature and turned off to 

increase the room temperature. 
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Figure 23 Frequency Response of compressor using on-off controller 

 
Figure 24 Input Power Response of condenser using on-off Controller 

 
Figure 25 Figure 21 Input Power Response of evaporator using on-off Controller 
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     Figure 26 shows the opening of the expansion valve. 

 
Figure 26 Opening of thermal expansion valve 

     The outputs of the system were room temperature and the room-evaporator coil 

temperature difference. The response of room temperature is shown in Figure 27. The 

room temperature kept oscillating between set point + hysteresis and set point – 

hysteresis which led to an almost average value equal to the set-point.   

 
Figure 27 Room Temperature using on-off controller 

     Figure 28 shows the difference between cold room temperature and evaporator coil 

temperature. The set point for the temperature difference should be at the lowest 

possible value because reducing the efficiency leads to increasing the system 

efficiency.    
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Figure 28 Difference of room temperature and evaporator coil temperature using on-off Controller 

     Figure 29 shows the difference between the ambient temperature (45 °C) and 

condenser temperature. 

 
Figure 29 Difference between condenser temperature and ambient temperature using on-off Controller 

     The coefficient of performance of the refrigeration system is shown in Figure 30. 
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Figure 30 COP of refrigeration system using on-off controller 

     The calculated power consumption of the compressor, evaporator fan and 

condenser fan is presented in figure 31. 

 

Figure 31 Power consumption of compressor, evaporator fan and condenser fan using on-off controller 
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Chapter 5: Design and implementation of Fuzzy PID 

Controller 

5.1 Introduction  

     The introduction of fuzzy concepts or multi-valued logic was presented in the 

1930s by Jan Lukasiewicz. Current fuzzy logic in the form systems of mathematical 

logic with natural language terms was introduced by Lotfi Zadeh, professor and head 

of the electrical engineering department at the University of California at Berkeley. 

     Zadeh defines the term “fuzzy logic” as follows [42]: 

     “Fuzzy logic is determined as a set of mathematical principles for knowledge 

representation based on degree of membership rather than on the crisp membership of 

classical binary logic.” 

     The logic system contains a fuzzifier, rules, inference engine and deuzzifier, as 

shown in Figure 32: 

 
Figure 32 Main part of fuzzy expert system 

5.2 Design Procedure 

     In this thesis, a fuzzy PID controller with a Mamdani inference engine using a 

minimum/maximum method for rule evaluation was used [42]. Centroid 

defuzzification was also used. This fuzzy PID controller behaves approximately 

similar to a parameter-varying PID controller [43]. 

     A fuzzy PID controller is constructed from a combination of a fuzzy PD controller 

and fuzzy PI controller. A fuzzy PD controller is rule-based and has two inputs, which 

are error  and the change rate of error . Inputs and output of fuzzy PD controller are 

presented in figure 33. 
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Figure 33 Inputs and output of fuzzy PD controller 

     There are many types of membership functions but the most popular types are 

triangular and Gaussian bell shape functions [42]. 

     The inputs and outputs of the controller are normalized and each input and output 

has five membership functions in the form of a triangular and Gaussian bell shape. 

     Figures 34-36 show the different types of inputs and output membership functions. 

 

Figure 34 Membership functions in form of triangular shape a) input variable “error”, b) input variable 
“change rate of error”, c) output variable 



 
 

56 
 

 

Figure 35 Membership functions in form of Gaussian bell shape a) input variable “error”, b) input variable 

“change rate of error”, c) output variable 

 

 

 
Figure 36 Membership functions in form of mixture of Triangular and Gaussian bell shape a) input variable 

“error”, b) input variable “change rate of error”, c) output variable 

     Rules of fuzzy control are given in the form of: 

	: if	 	is	 		and	 	 	 , then	 	is	 	 
     where 	is the fuzzy control rule, 		is the fuzzy sets of error,  is the fuzzy set 

of change rate of error and   is the set of output. 

     The “min” method was used to calculate and in rule evaluation, which is shown in 

equation 5-1[42]: 



 
 

57 
 

( ) = ∩ ( ) = min[ ( ) , ( )] (5-1)

     According to inputs and output membership functions, the rules of the controller 

are presented in Table 2. 

Table 2 Rules of fuzzy controller 

 

     A graphical surface presentation of the rules is presented in Figure 37. 

 

Figure 37 input and output relation surface 
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     The defuzzification was done using the centroid method. This method is also 

called center of gravity (COG). A mathematical representation of COG can be 

expressed as follows [41]:  

= ( )( )  
(5-2) 

 

     where A is the fuzzy set and ab is the fuzzy set’s interval. 

     For a discrete system, COG can be obtained by calculating it over a of sample 

points. In this case, the following formula is applied [41]:  

= ∑ ( )∑ ( )  
(5-3) 

 

     Implementation of the fuzzy PD controller is given in Figure 38. 

 

Figure 38 fuzzy PD control block diagram [43] 

     Equation 5-4 and Figure 39 show how a fuzzy PI controller can be constructed 

from a fuzzy PD controller by adding an integrator.  

 

figure 39 fuzzy PI controller block diagram [43] 
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= ( + + ) = + +  
(5-4)

     where ,  are scaling factors for ,   and α is the integral constant. 

     A fuzzy PID is constructed by adding a fuzzy PI and fuzzy PD controller. A 

controller block diagram for the discrete system is presented in Figure 40. 

 

Figure 40 Fuzzy PID control block diagram [43] 

     A refrigeration process with a fuzzy PID controller was simulated in Simulink. 

Figure 41 shows a Simulink block diagram of the simulated system.  

5.3 Results 

     The response of the inputs and outputs to the refrigeration process using a fuzzy 

PID controller are given in this section.  

     Compressor frequency can vary between 30 to 60 Hz to maintain room 

temperature on a set-point. Compressor frequency cannot be less than 30 Hz due to 

lubrication failure in reciprocating compressors and it is preferable to not be more 

than 60 Hz, although efficiency decreases when the frequency increases. The 

frequency response of the compressor is shown in Figure 42. 
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Figure 41 Simulink implimentation for fuzzy controller
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Figure 42 Compressor Frequency using fuzzy PID Controller 

 

     Compressor frequency in a steady state response is between 30 to 35 Hz. This 

range of frequency results in high energy savings according to compressor 

performance with R-22 refrigerant [8]. 

     Varying evaporator and condenser fan speed gives more degrees of freedom for 

controlling the room temperature. Fan speeds are controlled by changing the input 

power of the fans. The response of the condenser and evaporator input power using a 

fuzzy PID controller are presented in Figures 43 and 44. 

 
Figure 43 Condenser Input Power using fuzzy PID Controller 
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Figure 44 Evaporator Input Power Using fuzzy PID Controller 

     Figure 45 shows the opening of EEV using a fuzzy PID controller. 

 
Figure 45 Opening of EEV using fuzzy PID controller 

     As shown in Figures 34-36, different types of membership functions have been 

used for simulation. The following figure shows the room temperature transient 

response and disturbance rejection of a fuzzy PID controller using different types of 

membership functions when a ramp disturbance of 2 ℃/  is added to it. 
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Figure 46 fuzzy PID transient response and disturbance rejection using different types of membership 

functions 

     As can be observed from Figure 46, the transient response of a fuzzy PID 

controller using all 3 types of membership functions are very similar but the 

disturbance rejection of controller with mixture of Triangular and Gaussian bell shape 

function is slightly better than other 2 types. 

     The response of room temperature is presented in Figure 47.  

 
Figure 47 Room Temperature Response using fuzzy PID Controller 

     The difference between room temperature and evaporator coil temperature is 

presented in figure 48. 
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Figure 48 Difference between room temperature and evaporator coil temperature 

     Figure 49 shows the difference between ambient temperature (45 °C) and 

condenser coil temperature. 

 
Figure 49 Difference of room temperature and condenser coil temperature using fuzzy PID controller 

     The coefficient of performance of the refrigeration system is shown in Figure 50. 
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Figure 50 COP of refrigeration system using fuzzy PID controller 

     Figure 51 shows the calculated power consumption of the compressor, evaporator 

fan and condenser fan for 3 hours. 

 
Figure 51 Power Consumption of refrigeration system using fuzzy PID controller for 3 Hours 

 

 

 

 

 

 



 
 

66 
 

Chapter 6: Comparison between Controllers 

 

     In this chapter, the classical on-off controller and the proposed fuzzy PID 

controller are compared in different aspects from subsystem performance to overall 

system performance.  

6.1 Compressor Controller 

     In this part, the responses of a refrigeration system using a fuzzy PID controller for 

the compressor are compared with the responses of a system using on-off controllers 

for all components.  

     As the compressor speed decreases, less refrigerant is circulated in the 

refrigeration system component. Lower refrigerant mass flow requires less heat 

transfer in the evaporator and condenser. However, heat exchangers are designed to 

operate adequately at full capacity operation of the compressor. In short, the heat 

exchangers are oversized when the compressor operates in reduced load mode. 

Supposing a nearly constant heat transfer coefficient, since the area of the heat 

exchanger is constant, it is clear from equation 3-12 that a smaller heat transfer rate 

results in a smaller temperature difference in the heat exchangers. It is known that the 

COP improves up to 4 percent for each °C when the evaporating temperature is raised 

or the condensing temperature is lowered [26]. This explains a major part of the 

improvement in the retrofit from a conventional on-off controller compared to the 

variable speed compressor. Also, as mentioned in section 3.2, as the compressor speed 

decreases, the volumetric efficiency also decreases. Meanwhile, the isentropic 

efficiency improves. The trend of improving isentropic efficiency is higher than 

decreasing volumetric efficiency which causes improvement of the system’s COP. 

     Figure 52 shows the response of the compressor’s frequency for both the on-off 

and fuzzy PID controller. 
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Figure 52 Compressor frequency response for both controllers 

     As shown in Figure 53, a fuzzy PID controller on the compressor can perform 

much better than an on-off controller for room temperature reference tracking. 

 

Figure 53 Room temperature response for both controller for compressor 

     Figure 54 shows the difference between ambient temperature (45 °C) and 

condenser coil temperature for both the classical and fuzzy controller implemented on 

the compressor. 
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Figure 54 difference between condenser and ambient temperature for both controllers for compressor 

     The coefficients of performance of both controllers are presented in Figure 55:  

 

Figure 55 COP of both controllers 

     The COP of the fuzzy PID controllers is 19-21% higher than the COP of the on-off 

controller during “on” times, which causes high energy savings for compressor. 

     Figure 56 shows the power consumption of the compressor, condenser fan and 

evaporator fan of both controllers for one day. 

     The power consumption for one day of the main components of the refrigeration 

system using the fuzzy PID controller was about 50 Kw less than for the system using 

the on-off controller. This means a power savings of 11.9 %. 
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Figure 56 Power consumption of fuzzy PID controller and on-off controller for compressor 

6.2 Heat Exchanger Controller 

     In this part, the responses of a refrigeration system with a variable speed 

compressor and heat exchangers using a fuzzy PID controller are compared with 

responses of a system with a variable speed compressor using fuzzy PID controllers 

and fixed-speed heat exchanger fans.  

The condenser fan and evaporator fan power input are presented in Figures 57 and 58. 

 

 
Figure 57 Condenser fan power input for both systems using variable speed and fixed speed fan 
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Figure 58 Evaporator fan input power for both systems using variable speed and fixed speed fan 

     In order to maintain the room temperature at the desired set-point, the fuzzy PID 

controller decreases the input power of both fans which causes a lower fan speed. 

     Figure 59 shows the responses of cold room temperature for both systems with 

variable and fixed speed fans. 

 
Figure 59 Room temperature responses for both systems with variable and fixed speed fans 

     A system with variable speed fans controlled by a fuzzy PID controller has a lower 

overshoot compared to a system with fixed speed fans.  

     The difference between condenser coil temperature and ambient temperature (45 

°C) for both systems is shown in Figure 60. 
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Figure 60 Difference between condenser and ambient temperature for both systems using variable and fixed 

speed fans 

     Figure 61 shows the coefficient of performance of the refrigeration system for both 

systems.  

 
Figure 61 Coefficient of performance for both systems with variable and fixed speed fans 

     It is observed from Figure 61 that lowering the speeds of fans causes a decrease in 

the COP of the refrigeration cycle because a lower air mass flow rate facilitates heat 

exchangers to operate less refrigeration performance. It is clear from equation 3-12 

that lower mass rate results in a bigger temperature difference.  

     The power consumption of both systems using variable speed fans and fixed speed 

fans is presented in Figure 62. 
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Figure 62 Daily power consumption for both systems with variable and fixed speed fans 

     It is observed that using a variable speed fan reduces overall power consumption of 

the refrigeration cycle around 5%. As can be seen from equations 3-(27, 28, 29), 

lower fan speed requires less power input. In short, up to a point, decreasing the fan 

speed reduces the overall power consumption of the refrigeration cycle because the 

reduction of electrical power consumed by the fan motor is justified the energy lost 

from decreasing of COP of the compressor. In constant speed fans, it is not possible to 

adjust the speed to the optimum one, while it is possible in variable speed fans.  

6.3 Comparison between fuzzy PID and on-off Controller  

     From the previous two parts of this chapter, it can be concluded that a variable 

speed compressor, condenser fan and evaporator fan using a fuzzy PID controller can 

improve overall performance of the refrigeration cycle. In this chapter a refrigeration 

system with the proposed fuzzy PID controller for all sub systems is compared with a 

system using the classical on-off controller for the entire system. 

     Figure 63 shows the responses of both controllers for cold room temperature. 

     Figure 64 shows the response of cold room temperature for both controllers when a 

ramp disturbance of 2°C/sec is added to it. Disturbance rejection can be seen, as the 

fuzzy PID controller is faster and deviation is less than in the on-off Controller.  
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Figure 63 Room temperature for both controllers 

 
Figure 64 Disturbance analysis for both controllers 

     The difference between condenser coil temperature and ambient temperature for 

both controllers is presented in figure 65. 

 
Figure 65 Differences in condenser and ambient temperature for both controllers 
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     The temperature difference in a system using a fuzzy PID controller is lower than 

in a system using an on-off controller. A lower temperature difference in the 

condenser and evaporator causes higher efficiency of a refrigeration cycle. 

     The coefficient of performance and daily power consumption of both systems are 

shown in Figures 66 and 67. 

 
Figure 66 Difference between room temperature and evaporator temperature for both controllers 

 
Figure 67 Coefficient of performance for both controllers 
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     Figure 68 shows the power consumption of both systems. 

 

 
Figure 68 Power consumption of both controllers 

     Figure 69 shows the power consumption of both systems in UAE currency. 

 
Figure 69 Power usage of both systems in UAE currency 

     It is observed from Figures 68 and 69 that a system using a fuzzy PID controller 

has about 17% savings compared to a system using a classical controller. Moreover, 

an analysis of the initial costs considered including inverters for the electric power of 

the compressor, evaporator fan and condenser fan. Further additional costs linked to 

the application of fuzzy PID controllers for all equipment have resulted in a pay-back 

period of less than a year.  
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Chapter 7: Conclusion 

     This thesis has proposed a fuzzy PID controller for the main subsystems of a vapor 

compression cycle to improve the overall performance of a refrigeration system. The 

main achievements of the proposed controller are a reduction in power consumption 

and improvement of reference tracking of cold room temperature in comparison to a 

classical on/off controller. Fuzzy PID controllers have a high potential of being 

implemented in real world refrigeration systems. Chapter 3 of this thesis discussed the 

modeling of a vapor compression cycle. The model was validated with data extracted 

from an actual real refrigeration plant in the field. Chapter 4 describes the structure of 

a classical thermostatic controller operating through an On/Off cycle for all major 

components at the nominal frequency. The room temperature response obtained is 

satisfactory but with the disadvantage of not being precise. Also, a large number of 

On/Off cycle reduces the lifetime of the components. In Chapter 5, a fuzzy PID 

controller was developed for the major components of the refrigeration system. Cold 

room temperature was controlled with high precision by varying the frequency of 

compressor and input power of the condenser and evaporator fan. Also, On/Off cycles 

were eliminated from the entire system. Chapter 6 describes a comparison between 

the proposed fuzzy PID controller and classical On/Off controller for subsystem 

performance and overall system performance. It has been shown that overall power 

consumption of the system is significantly reduced and the temperature of the cold 

room is controlled with higher precision.     
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Appendix A 

 

R-22 Gas Properties 

     To model the refrigeration cycle, refrigerant thermo-dynamic properties must be 

provided as a function of temperature and pressure. Thermo-dynamic tables provide 

refrigerant thermo-dynamic properties [32, 43]. To utilize the table data, a polynomial 

in the form of equation 1 was fitted on the data from the tables using a curve-fitting 

technique.  

φ	 = 	p . x 	+	p . x 	+ ⋯+	p . x 	+	p . x 	+	p . x	 +	p 	
     where φ is the thermo-dynamic property, x is the temperature and Pi must be 

determined from the data. The MATLAB toolbox was used to fit the curves. Order of 

the polynomial is selected to provide desired accuracy for each property (less than 5% 

in the range of -100 C to 95 C). 

     The following properties were considered: 

1. p: pressure 
2. vf: specific  volume of the liquid   
3. vg: specific  volume of the vapor 
4. hf: enthalpy of the liquid 
5. hg: enthalpy of the vapor 
6. cpf: specific heat of the liquid 
7. cpg: specific heat of the vapor 
8. muf: viscosity of the liquid 
9. mug: viscosity of the vapor 
10. kf: heat conduction coefficient of liquid 
11. kg: heat conduction coefficient of vapor 
12. prf: prandtl number of liquid 
13. prg : prandtl number of vapor                     
14. sf: entropy of liquid 
15. sg: entropy of the vapor 

     In Figure 1, a pressure-enthalpy diagram of R22 is provided. Other required 

properties were extracted from [43].  
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Figure 70. pressure- enthalpy diagram of R22 

Table 4. R22 properties 

Temperature 

(oC) 

Presssure 

(MPa) 

Liquid Density 

(kg/m3) 

Vapor Volume 

(m3/kg) 

Enthalpy 

(kJ/kg) 

Entropy 

(kJ/kgK) 

Liquid Vapor Liquid Vapor 

-100 0.00200 1571.7 8.2980 90.24 358.93 0.5027 2.0545 

-90 0.00480 1545.1 3.6548 100.95 363.82 0.5629 1.9982 

-80 0.01035 1518.3 1.7816 111.66 368.75 0.6197 1.9508 

-70 0.02044 1491.1 0.94476 122.36 373.68 0.6738 1.9109 

-60 0.03747 1463.6 0.53734 133.11 378.58 0.7253 1.8770 

-50 0.06449 1435.5 0.32405 143.91 383.39 0.7748 1.8480 

-48 0.07140 1429.8 0.29469 146.08 384.35 0.7844 1.8427 

-46 0.07890 1424.1 0.26849 148.25 385.29 0.7940 1.8376 

-44 0.08700 1418.4 0.24507 150.43 386.23 0.8035 1.8326 

-42 0.09575 1412.6 0.22410 152.61 387.17 0.8130 1.8277 



 
 

85 
 

Temperature 

(oC) 

Presssure 

(MPa) 

Liquid Density 

(kg/m3) 

Vapor Volume 

(m3/kg) 

Enthalpy 

(kJ/kg) 

Entropy 

(kJ/kgK) 

Liquid Vapor Liquid Vapor 

-40 b) 0.10132 1409.1 0.21256 153.93 387.72 0.8186 1.8249 

-40 0.10518 1406.8 0.20526 154.80 388.09 0.8224 1.8230 

-38 0.11533 1401.0 0.18832 156.99 389.01 0.8317 1.8184 

-36 0.12623 1395.1 0.17306 159.19 389.93 0.8410 1.8140 

-34 0.13793 1389.2 0.15927 161.40 390.84 0.8502 1.8096 

-32 0.15045 1383.3 0.14680 163.61 391.74 0.8594 1.8054 

-30 0.16384 1377.3 0.13551 165.82 392.63 0.8685 1.8013 

-28 0.17815 1371.3 0.12525 168.04 393.52 0.8776 1.7973 

-26 0.19340 1365.2 0.11593 170.27 394.39 0.8866 1.7934 

-24 0.20965 1359.1 0.10744 172.51 395.26 0.8955 1.7896 

-22 0.22693 1352.9 0.09970 174.75 396.12 0.9044 1.7859 

-20 0.24529 1346.8 0.09262 177.00 396.67 0.9133 1.7822 

-18 0.26477 1340.5 0.08615 179.26 397.81 0.9222 1.7787 

-16 0.28542 1334.2 0.08023 181.53 398.64 0.9309 1.7752 

-14 0.30728 1327.9 0.07479 183.81 399.46 0.9397 1.7719 

-12 0.33040 1321.5 0.06979 186.09 400.27 0.9484 1.7686 

-10 0.35482 1315.0 0.06520 188.38 401.07 0.9571 1.7653 

-8 0.38059 1308.5 0.06096 190.69 401.85 0.9657 1.7621 
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Temperature 

(oC) 

Presssure 

(MPa) 

Liquid Density 

(kg/m3) 

Vapor Volume 

(m3/kg) 

Enthalpy 

(kJ/kg) 

Entropy 

(kJ/kgK) 

Liquid Vapor Liquid Vapor 

-6 0.40775 1301.9 0.05706 193.00 402.63 0.9743 1.7590 

-4 0.43636 1295.3 0.05345 195.32 403.39 0.9829 1.7560 

-2 0.46646 1288.6 0.05012 197.66 404.14 0.9915 1.7530 

0 0.49811 1281.8 0.04703 200.00 404.87 1.0000 1.7500 

2 0.53134 1275.0 0.04417 202.35 405.59 1.0085 1.7471 

4 0.56622 1268.1 0.04152 204.72 406.30 1.0170 1.7443 

6 0.60279 1261.1 0.03906 207.10 406.99 1.0254 1.7415 

8 0.64109 1254.0 0.03676 209.49 407.67 1.0338 1.7387 

10 0.68119 1246.9 0.03463 211.89 408.33 1.0422 1.7360 

12 0.72314 1239.7 0.03265 214.31 408.97 1.0506 1.7333 

14 0.76698 1232.4 0.03079 216.74 409.60 1.0590 1.7306 

16 0.81277 1225.0 0.02906 219.18 410.21 1.0673 1.7280 

18 0.86056 1217.6 0.02744 221.63 410.80 1.0756 1.7254 

20 0.91041 1210.0 0.02593 224.10 411.38 1.0840 1.7228 

22 0.96236 1202.4 0.02451 226.59 411.93 1.0923 1.7202 

24 1.0165 1194.6 0.02319 229.09 412.46 1.1006 1.7177 

26 1.0728 1186.8 0.02194 231.60 412.98 1.1088 1.7151 

28 1.1314 1178.8 0.02077 234.14 413.46 1.1171 1.7126 
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Temperature 

(oC) 

Presssure 

(MPa) 

Liquid Density 

(kg/m3) 

Vapor Volume 

(m3/kg) 

Enthalpy 

(kJ/kg) 

Entropy 

(kJ/kgK) 

Liquid Vapor Liquid Vapor 

30 1.1924 1170.7 0.01968 236.69 413.93 1.1254 1.7101 

32 1.2557 1162.5 0.01864 239.25 414.37 1.1336 1.7075 

34 1.3215 1154.2 0.01767 241.84 414.79 1.1419 1.7050 

36 1.3898 1145.7 0.01675 244.44 415.18 1.1501 1.7024 

38 1.4606 1137.1 0.01589 247.06 415.54 1.1584 1.6999 

40 1.5341 1128.4 0.01507 249.71 415.87 1.1667 1.6973 

42 1.6103 1119.5 0.01430 252.37 416.17 1.1749 1.6947 

44 1.6892 1110.4 0.01357 255.06 416.44 1.1832 1.6921 

46 1.7709 1101.2 0.01288 257.77 416.68 1.1915 1.6894 

48 1.8555 1091.8 0.01223 260.51 416.87 1.1998 1.6867 

50 1.9431 1082.1 0.01161 263.27 417.03 1.2081 1.6840 

55 2.1753 1057.1 0.01020 270.31 417.24 1.2291 1.6768 

60 2.4274 1030.5 0.00895 277.56 417.14 1.2503 1.6692 

65 2.7008 1001.8 0.00784 285.06 416.65 1.2718 1.6610 

70 2.9967 970.4 0.00684 292.90 415.69 1.2940 1.6518 

75 3.3168 935.3 0.00594 301.18 414.09 1.3169 1.6413 

80 3.6627 894.8 0.00511 310.10 411.60 1.3413 1.6287 

85 4.0368 845.1 0.00433 320.05 407.72 1.3680 1.6128 
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Temperature 

(oC) 

Presssure 

(MPa) 

Liquid Density 

(kg/m3) 

Vapor Volume 

(m3/kg) 

Enthalpy 

(kJ/kg) 

Entropy 

(kJ/kgK) 

Liquid Vapor Liquid Vapor 

90 4.4416 777.5 0.00355 331.98 401.33 1.3998 1.5907 

95 4.8820 665.4 0.00264 348.86 387.46 1.4442 1.5491 

96.14 c) 4.9900 523.8 0.00191 366.59 366.59 1.4918 1.4918 
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Appendix B 

Matlab Code 

function [t_room,inttemp1,work,intevap1,intcond1,mass,kg]=  
Cycle(inttemp,freq,t_air,c_freight,m_freight,perimeter,height,t_wall,
area_piston,stroke,w_f_evap,w_f_cond,eev_op,intevap,intcond) 
%inputs 
frq=freq; 
dt_inc = .25; % resolution of temperature differential 
toler = .05; % tolerance  
tim_int=5; %time step for calculation in seconds 
t_room=inttemp; 
dt_super = 10; 
dt_sub = 5; 
eta_isen =-0.0036*freq+.836; 
eta_vol= 0.002*freq+0.7; 
poles=2; 
 c_d=0.2;  
A_eev = .001; 
  
% initial values 
dt_evap=intevap; 
dt_cond=intcond; 
  
     
    t_evap= t_room - dt_evap; 
    t_cond = t_air + dt_cond;     
     
    [dummy q_c w_c kgs_r]= compressor 
(t_evap,t_cond,dt_super,dt_sub,eta_isen,eta_vol,area_piston, stroke, 
frq, poles); 
    q_evap = evaporator 
(0.00635,0.0005,2,400,10,.2,400,8,0.025,0.0325,120,1500,7000,0.0001,0
.03,0.9,w_f_evap,t_evap,t_room,0.25); 
    dt_evap = dt_evap*(q_c/q_evap) ; 
    q_cond = condenser2 
(0.00635,0.0005,3,400,20,.2,600,8,0.025,0.0325,120,1500,7000,0.0001,1
,0.03,0.9,w_f_cond,t_air - dt_cond,t_air); 
    dt_cond= dt_cond*(q_c+ w_c)/q_cond ; 
     
    t_evap= t_room - dt_evap; 
    t_cond = t_air + dt_cond; 
     
    [p4a, vf4a, vg4a, hf4a, hg4a, 
cpf4a,cpg4a,muf4a,mug4a,kf4a,kg4a,prf4a,prg4a,sf4a,sg4a] =r_22 
(t_evap) ; 
    [p2a, vf2a, vg2a, hf2a, hg2a, 
cpf2a,cpg2a,muf2a,mug2a,kf2a,kg2a,prf2a,prg2a,sf2a,sg2a] =r_22 
(t_cond)  ; 
    mass_flow = c_d*A_eev*((2/vf2a)*(p2a-p4a)*10^6)^(.5)*eev_op; 
     kg=kgs_r; 
    while mass_flow < kgs_r 
    t_evap = t_evap - dt_inc; 
    [dummy q_c w_c kgs_r]= compressor 
(t_evap,t_cond,dt_super,dt_sub,eta_isen,eta_vol,area_piston, stroke, 
frq, poles); 
    end 
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    mass=mass_flow; 
    
    dt_evap = t_room - t_evap; 
      
[dummy q_c w_c kgs_r]= compressor 
(t_evap,t_cond,dt_super,dt_sub,eta_isen,eta_vol,area_piston, stroke, 
frq, poles); 
% t_room = coldroom(150,3, 
7,1,1,.1,0,0,15,15,t_room,t_air,q_c,20000,1600,tim_int);      
% end 
t_room = coldroom(perimeter,height, 
7,1,1,t_wall,0,0,15,15,t_room,t_air,q_c,m_freight,c_freight,tim_int) 
; 
inttemp1=t_room; 
intevap1=dt_evap; 
intcond1=dt_cond; 
work=w_c; 
 
function [COP, Cooling, Work, mass_flow] = compressor 
(t_evap,t_cond,dt_super,dt_sub,eta_isen,eta_vol,area_piston, stroke, 
frq, poles) 
  
%        OUTPUT 
%COP: coefficient of performance [-] 
% Cooling: cooling effect in evaporator [W] 
%Work: work inpiut to compressor [W] 
%mass_flow: refrigerant mass flow rate [kg/s] 
  
%        INPUT 
%t_evap: saturation temp. of the evaporator [C] 
%t_cond: saturation temp. of the condenser [C] 
%dt_super: amount of superheat at the suction [K] 
%dt_sub: amount of subcool at the expansion valve [K] 
%eta_isen: isentropic efficiency [-] 
%eta_vol: volumetric efficiency [-] 
%area_piston: area of the piston head [m2] 
%stroke: stroke of the piston [m] 
%frq: frequency of the electrical power [1/s] 
%poles: number of the double poles in the electrical motor [-] 
  
  
%    Code 
[p4a, vf4a, vg4a, hf4a, hg4a, 
cpf4a,cpg4a,muf4a,mug4a,kf4a,kg4a,prf4a,prg4a,sf4a,sg4a] =r_22 
(t_evap) ; 
[p2a, vf2a, vg2a, hf2a, hg2a, 
cpf2a,cpg2a,muf2a,mug2a,kf2a,kg2a,prf2a,prg2a,sf2a,sg2a] =r_22 
(t_cond)  ; 
t_eev = t_cond - dt_sub; 
[p3, vf3, vg3, hf3, hg3, cpf3,cpg3,muf3,mug3,kf3,kg3,prf3,prg3] =r_22 
(t_eev)  ; 
  
t_suction = t_evap + dt_super; % discharge temp. from compressor 
vg_suction = vg4a*(t_suction+273)/(t_evap+273); % specific volume at 
the compressor suction 
  
  
ds = (sg4a+cpg4a*log((t_suction+273.15)/(t_evap+273.15))- sg2a)   ;  
      t_discharge=(t_cond+273.15)*exp(ds/(cpg2a)); 
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      t_discharge=t_discharge-273.15; 
      entp_1 = hg4a + cpg4a*(t_suction-t_evap); 
      entp_2 = hg2a + cpg2a*(t_discharge-t_cond); 
      comp_w = (entp_2 - entp_1); 
            
      dt =(1/eta_isen -1)*(comp_w)/cpg2a; % actual temperature 
difference betweem satuarated line and discharge from compressor 
       
      t_discharge = t_discharge + dt; 
      comp_w= comp_w/eta_isen; % compressor work input 
     
ns = 60*frq/poles; % revolution speed 
 displacement = area_piston*stroke*ns; 
 mass_flow = displacement*eta_vol/vg_suction; 
  
    evap_q = (hg4a - hf3) +  cpg4a*(t_suction-t_evap); 
     
    
    cond_q =( comp_w + evap_q );  
     
COP =  evap_q /comp_w ; % coefficient of performance 
Cooling = evap_q * mass_flow; % cooling effect 
Work = comp_w * mass_flow; 
  
  
    %%%%%%%%%%%%%%%%%%%  R22 Properties  ########################## 
  
     
    function [p, vf, vg, hf, hg, cpf,cpg,muf,mug,kf,kg,prf,prg,sf,sg] 
=r_22 (temp) 
x=temp; 
  
%p: pressur 
       
       p1 =  1.144e-006  ; 
       p2 =    0.000206  ; 
       p3 =     0.01596  ; 
       p4 =      0.4933 ; 
  
       p = p1*x^3 + p2*x^2 + p3*x + p4; 
        
%vf: specific  volume of the liquid 
  
            
  
       p1 =  8.582e-014  ; 
       p2 =  1.869e-013  ; 
       p3 = -4.129e-010  ; 
       p4 =  1.124e-008 ; 
       p5 =   2.58e-006 ; 
       p6 =   0.0007806 ; 
  
   vf = p1*x^5 + p2*x^4 + p3*x^3 + p4*x^2 + p5*x + p6; 
        
        
%vg: specific  volume of the vapor 
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       p1 = -1.008e-010  ; 
       p2 =  1.538e-008  ; 
       p3 = -5.888e-007  ; 
       p4 =  9.589e-006  ; 
       p5 =   -0.001215  ; 
       p6 =      0.0521  ; 
  
vg =p1*x^5 + p2*x^4 + p3*x^3 + p4*x^2 + p5*x + p6; 
  
  
  
%hf: enthalpy of the liquid 
  
  
       p1 =    0.002604 ; 
       p2 =       1.206 ; 
       p3 =       198.8 ; 
  
hf = p1*x^2 + p2*x + p3; 
hf=hf*1000; 
  
%hg: enthalpy of the vapor 
  
  
       p1 =  -5.83e-009 ; 
       p2 = -4.656e-008  ; 
       p3 =  2.166e-005  ; 
       p4 =   -0.001713  ; 
       p5 =      0.3314  ; 
       p6 =       404.8  ; 
hg=p1*x^5 + p2*x^4 + p3*x^3 + p4*x^2 + p5*x + p6; 
hg=hg*1000; 
  
%cpf: specific heat of the liquid 
  
  
              p1 =  2.305e-005 ; 
       p2 =    0.001019  ; 
       p3 =    -0.03044 ; 
       p4 =       1.652  ; 
       p5 =        1189  ; 
  
cpf = p1*x^4 + p2*x^3 + p3*x^2 + p4*x + p5; 
  
%cpg: specific heat of the vapor 
        
  
       p1 =  3.149e-005  ; 
       p2 =    0.001121  ; 
       p3 =    -0.06334  ; 
       p4 =       2.763  ; 
       p5 =       773.4  ; 
  
  
cpg  = p1*x^4 + p2*x^3 + p3*x^2 + p4*x + p5; 
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%muf: viscosity of the liquid 
        
  
              
       p1 =  9.466e-005 ; 
       p2 =    -0.01837 ; 
       p3 =        2.38 ; 
muf=p1*x^2 + p2*x + p3; 
muf=muf*10^-4; 
  
%mug: viscosity of the vapor 
       
  
              
       p1 =  4.209e-008  ; 
       p2 =  1.488e-006  ; 
       p3 =     0.00046  ; 
       p4 =      0.1198 ; 
mug= p1*x^3 + p2*x^2 + p3*x + p4; 
mug=mug*10^-4; 
  
%kf: heat conduction coefficient of liquid 
       
       p1 =  1.493e-007  ; 
       p2 =  -0.0004343  ; 
       p3 =     0.09529 ; 
  
kf = p1*x^2 + p2*x + p3; 
  
%kg: heat conduction coefficient of vapor 
  
       p1 =  6.378e-005  ; 
       p2 =    0.009461  ; 
  
  
kg= p1*x + p2; 
  
%prf: prandtl number of liquid 
        
       p1 =  2.395e-008  ; 
       p2 = -7.352e-007 ; 
       p3 =  4.961e-005  ; 
       p4 =   -0.009479 ; 
       p5 =       2.718  ; 
prf = p1*x^4 + p2*x^3 + p3*x^2 + p4*x + p5; 
  
%prg : prandtl number of vapor                     
       p1 =  6.915e-007  ; 
       p2 =  7.467e-005  ; 
       p3 =     0.00233  ; 
       p4 =      0.9092  ; 
  
prg = p1*x^3 + p2*x^2 + p3*x + p4; 
  
%sf: entropy of liquid 
        
              p1 =    0.004368; 
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       p2 =      0.9965  ; 
  
sf=p1*x + p2; 
sf=sf*1000; 
  
%sg: entropy of the vapor 
  
       p1 = -1.235e-007  ; 
       p2 =   6.16e-006 ; 
       p3 =   -0.001341  ; 
       p4 =       1.751 ; 
sg = p1*x^3 + p2*x^2 + p3*x + p4; 
sg=sg*1000; 
 
function q_c = condenser2 (r, ttube, tubelength, finpm, width, depth, 
tubeface, rows, xt, xl, ha, hr, k_fin, 
t_fin,cpg2a,f,eta_fan,W_fan,t_c,t_a) 
% condenser2 
(0.00635,0.0005,0.35,500,0.35,0.35,10,3,0.025,0.025,120,400,700,0.000
1,0.25,300,0.03,0.8,220,50,35) 
%   Input 
%r: tube radius [m] 
%ttube: tube thickness [m] 
%tubelength: tube length [m[ 
%finpm: number of the fins per meter [-] 
%width: width of the heat exchanger [m] 
%depth:  depth of the heat exchanger [m] 
%tubeface: number of tubes from front view [-] 
%rows: number of tube rows from upward view [-] 
%xt: transverse tube pitch [m] 
%xl: longitudinal tube pitch [m] 
%ha: air side convective heat transfer coefficient 
%hr: tube side convective heat transfer coefficient 
%k_fin: heat conduction coefficient in fin material 
%t_fin: thickness of the fin sheet [m] 
%kgs_a: mass flow rate of the air [kg/s] 
%cpg2a: specific heat coefficient of the refrigerant vepor 
%f: friction factor 
%eta_fan: fan efficiency 
% W_fan: fan input power 
% t_c: condensing temperature 
% t_a: air temperature 
  
%   Output 
%q: heat rejection rate [W] 
  
  
  
%  Air propertis 
cp_air = 1000; % air specific heat 
rou=1.2;% air density 
  
%area 
at=3.14* (r-ttube)^2   ; % single tube area 
afin = 2*(tubelength*finpm) *width * depth ; % fin area 
atube = 3.14*2*(r)*tubelength*tubeface*rows; % total tube area 
atotal = afin + atube; % total area 
A_fr = width * tubelength; % frontal area 
A_min = A_fr - 2*r*tubeface*tubelength - finpm*tubelength*t_fin; % 
minimum area 
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%fan 
  
G = (2*rou*W_fan*eta_fan*(1/f)* (1/atotal))^(1/3); % mass flux 
kgs_a = G*A_min; % mass flow rate 
  
% fin efficency  
  
si=xt/(2*r); 
beta=(1/xt)*(xl^2 + (xt^2)/4)^0.5; 
req=(1.27*si*(beta-0.3)^(0.5))*r;% equal radius 
phi = (req/r -1)*(1+0.35*log(req/r)); 
m=(2*ha/(k_fin*t_fin))^0.5; 
nf = tanh(m*req*phi)/(m*req*phi); % fin efficiency 
ns = 1- (afin/atotal)*(1-nf); % area efficency 
  
  
  
% overall heat transfer coef.  
  
ua= 1/(1/(ns*ha*atotal) + 1/(hr*atube)); % overall heat transfer . 
area 
  
  
cair=kgs_a*cp_air; % air heat capacity 
% cvap = kgs_r*cpg2a; 
cvap=inf; 
  
if cair>cvap 
    cr=cvap/cair; 
    cmin = cvap; 
else 
    cr=cair/cvap; 
    cmin=cair; 
end 
  
  
ntu = ua/cmin; % number of transfer units 
epsilon = 1-exp(-ntu); % heat exchanger efficiency 
  
q_c = epsilon*cair*(t_a - t_c); % heat rejection rate 
  
function q = evaporator (r, ttube, tubelength, finpm, width, depth, 
tubeface, rows, xt, xl, ha, hr, k_fin, 
t_fin,f,eta_fan,W_fan,t_e,t_a,lhr) 
% evaporator 
(0.00635,0.0005,0.35,500,0.35,0.35,10,3,0.025,0.025,120,400,700,0.000
1,0.25,0.03,0.8,220,50,35,.25) 
%   Input 
%r: tube radius [m] 
%ttube: tube thickness [m] 
%tubelength: tube length [m[ 
%finpm: number of the fins per meter [-] 
%width: width of the heat exchanger [m] 
%depth:  depth of the heat exchanger [m] 
%tubeface: number of tubes from front view [-] 
%rows: number of tube rows from upward view [-] 
%xt: transverse tube pitch [m] 
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%xl: longitudinal tube pitch [m] 
%ha: air side convective heat transfer coefficient 
%hr: tube side convective heat transfer coefficient 
%k_fin: heat conduction coefficient in fin material 
%t_fin: thickness of the fin sheet [m] 
%kgs_a: mass flow rate of the air [kg/s] 
%f: friction factor [-] 
%eta_fan: fan efficiency [-] 
% W_fan: fan input power [W] 
% t_e: evaprating temperature [C] 
% t_a: cold room air temperature [C] 
%latent heat ration [-] 
  
%   Output 
%q: haet absorbtion rate [W] 
  
  
  
%  Air propertis 
cp_air =(1+ lhr/(1-lhr))* 1000; % air specific heat 
rou=1.2;% air density 
  
%area 
at=3.14* (r-ttube)^2   ; % single tube area 
afin = 2*(tubelength*finpm) *width * depth ; % fin area 
atube = 3.14*2*(r)*tubelength*tubeface*rows; % total tube area 
atotal = afin + atube; % total area 
A_fr = width * tubelength; % frontal area 
A_min = A_fr - 2*r*tubeface*tubelength - finpm*tubelength*t_fin; % 
minimum area 
  
%fan 
  
G = (2*rou*W_fan*eta_fan*(1/f)* (1/atotal))^(1/3); % mass flux 
kgs_a = G*A_min; % mass flow rate 
  
% fin efficency  
  
si=xt/(2*r); 
beta=(1/xt)*(xl^2 + (xt^2)/4)^0.5; 
req=(1.27*si*(beta-0.3)^(0.5))*r;% equal radius 
phi = (req/r -1)*(1+0.35*log(req/r)); 
m=(2*ha/(k_fin*t_fin))^0.5; 
nf = tanh(m*req*phi)/(m*req*phi); % fin efficiency 
ns = 1- (afin/atotal)*(1-nf); % area efficency 
% overall heat transfer coef.  
  
ua= 1/(1/(ns*ha*atotal) + 1/(hr*atube)); % overall heat transfer . 
area 
  
  
cair=kgs_a*cp_air; % air heat capacity 
% cvap = kgs_r*cpg2a; 
cvap=inf; 
  
if cair>cvap 
    cr=cvap/cair; 
    cmin = cvap; 
else 
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    cr=cair/cvap; 
    cmin=cair; 
end 
  
  
ntu = ua/cmin; % number of transfer units 
epsilon = 1-exp(-ntu); % heat exchanger efficiency 
  
q = epsilon*cair*(t_a - t_e); % heat rejection rate 
 
function ti2 = coldroom (P, h, k1, k2, k3, x1,x2,x3,hi,he, ti, to , 
q_c, m, c, tint) 
 
%ti2 = coldroom(9,3, 
1,1,1,.01,0,0,10,10,t_set,t_air,q_c,1000,4000,tint) 
%Input 
%P: preimeter of the cold room building [m] 
%h: height of the cold room building [m] 
%ki: conductivity of the layer [] 
%xi: thickness of the layer [m] 
%ti: initial temperature [C] 
%to: outside ambient temperature [C] 
%q_c: cooling effect from the refrigeration cycle in the evaporator 
[W] 
%m: mass of the freight [kg] 
%c: specific heat of the freight [J/kg.k] 
%tint: time interval [s] 
 
%Output 
% ti2: final temperature [C] 
 
U =( (1/hi) + (x1/k1 + x2/k2 + x3/k3) +(1/he) )^-1 ; % overall heat 
transfer coefficient 
A = P*h; % exterior walls of the cold room 
dT = to - ti; % temperature difference 
q_l = U*A*dT; % heat loss from the wall by conduction 
  
q = q_c - q_l ; 
ti2 = ti - tint*q/(m*c) ; 
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Appendix C 

     Specifications of the compressor, condenser, evaporator and cold room are 
presented in the following tables: 

Table 5 Compressor specifications 

Parameter Value Parameter Value 

Total area of piston 

head 

0.03  Number of motor poles 4 

Total length of stroke 0.006 m Rated frequency 60 Hz 

 

Table 6 Condenser specifications 

Parameter Value Parameter Value 

Tube radius 0.00635 m Number of tube from 

front view 

600 

Tube thickness 0.0005 m Number of tube rows 

from upward view 

8 

Tube length 3 m Transverse tube pitch 0.025 m 

Number of fins per 

meter 

400 Longitudinal tube 

pitch 

0.0325m 

Width of heat 

exchanger 

20 m Thickness of fin sheet 0.0001 

Depth of heat 

exchanger 

.2 m Rated power 3550 w 
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Table 7 Evaporator specifications 

Parameter Value Parameter Value 

Tube radius 0.00635 m Number of tube from 

front view 

400 

Tube thickness 0.0005 m Number of tube rows 

from upward view 

8 

Tube length 2 m Transverse tube pitch 0.025 m 

Number of fins per 

meter 

400 Longitudinal tube 

pitch 

0.0325m 

Width of heat 

exchanger 

10 m Thickness of fin sheet 0.0001 

Depth of heat 

exchanger 

.2 m Rated power 2500 w 

 

 

Table 8 Cold room specifications 

Parameter Value Parameter Value 

Perimeter 75 m Thickness of layer 0.1 

Height 6 m Mass of freight 20000 Kg 
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Appendix D 

Tables of Thermal Properties and Specific Heat  

     Thermal properties of selected insulating and building material are shown in Table 

9. 

Table 9 thermal properties of building material [37] 
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The specific heat and latent heat of several food products are presented in Table 10: 

Table 10 Specific heats and latent heats of several food products [36] 
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